
487

24.1 Introduction

Radiant tubes are used in industry for heat treatment 
applications in which products are treated under a pro-
tective gas atmosphere within heat treatment furnaces. 
Therefore the heating of such furnaces are performed 
with indirect fuel-fired systems or electrical heating 
elements. For indirect fired applications, the flue gas 
of the combustion process can not enter into the fur-
nace. The combustion takes place within radiant tubes 
and the heat is transferred—via radiation—from the 
outer surface of the tube to the process. There are dif-
ferent types of radiant tubes available. For all types the 
maximum transferred heat is one of the important fea-
tures of such systems. That means that the maximum 
radiant tube temperature and the temperature uni-
formity are important characteristics of radiant tubes. 
Another issue is the efficiency of the radiant tubes. In 

all types of radiant tubes the combustion takes place 
within the tube and the flue gas leaves the tube at the 
flue gas outlet. The efficiency of radiant tubes depends 
on the flue gas outlet temperature. The lower the flue 
gas temperature the higher is the efficiency of a com-
bustion system. That means as much as possible of the 
provided energy must be transferred via the radiant 
tubes to the process and the flue gas outlet tempera-
ture must be as low as possible. One way of reducing 
the flue gas losses is heat recovery from the flue gas for 
preheating the combustion air. Therefore radiant tubes 
with internal air preheating technologies like plug-in 
recuperators, recuperative and regenerative burners 
have been developed.

Another important characteristic of radiant tubes is 
pollutant emission like NOx and CO. It is important to 
implement state of the art combustion technology into 
radiant tubes in order to keep the emissions as low as 
possible. The lifetime of radiant tubes and maintenance 
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488 Industrial Combustion Testing

costs are also important for the economical application 
of the technology in heat treatment applications.

Experimental investigations of radiant tubes in labo-
ratory furnaces and under practical conditions in field 
tests are important in order to develop and improve 
radiant tubes. This chapter will give an overview about 
the different radiant tube technologies and its applica-
tion in industry and will describe measurement tech-
niques for experimental investigations of radiant tubes 
in laboratory furnaces.

24.2  Radiant Tube Technologies and 
its Application Industry

Radiant tubes are used in industry for different heat 
treatment processes with a protective gas atmosphere in 
steel and nonferrous metal industry. Radiant tubes are 
fueled with natural gas, LPG, or light fuel oil. Process 
heating with radiant tubes leads to lower energy costs 
compared to electrical heating systems. There are differ-
ent radiant tubes with different geometries,  burners, air 
preheating technologies, and materials on the market. 
Radiant tubes can be classified by different  criteria. One 
of the important criteria for the distinction of different 
systems is if the geometry of the radiant tube allows an 
internal flue gas recirculation within tube [1]. The inter-
nal flue gas recirculation within the radiant tube leads 
to a better temperature uniformity at the surface of the 
radiant tube and leads in conjunction with high velocity 
burners to a recirculation of combustion products into 
the reaction zone. As a result of the flue gas entrain-
ment the reaction zone will be diluted. Due to the dilu-
tion, the flame temperature and the partial oxygen 
pressure within the reaction zone will be reduced simul-
taneously. As a consequence the thermal NO formation 
will be reduced drastically. The dilution of the reaction 
zone with flue gas leads to a nonvisible flame because 
the local concentration of OH, CH, and other intermedi-
ate products will be reduced and called  flameless combus-
tion. The diluted combustion technology is mostly used 
in conjunction with preheating of the combustion air. 
Flameless technologies are also described in Chapters 
21 and 23 of this book. They are often used in conjunc-
tion with high preheating of the combustion air, because 
they are required to abate NOx emissions and to curb 
temperature peaks.

Figure 24.1 gives an overview about the different types 
of radiant tubes [4,5]. On the left side of the figure, non-
flue gas recirculating radiant tubes are shown. The sim-
plest design is the I-type radiant tube with a burner on 
one side and the flue gas outlet at the opposite side. This 
type of radiant tube will be found in Europe only in old 

installations. The reason for that is the mostly unused 
combustion air preheating, difficulties with sealing of 
the moving part of the radiant tube due to thermal dis-
tension, the insufficient temperature uniformity at the 
surface of the radiant tube, and the high flue gas tem-
peratures at the flue gas outlet of the tube.

For an enlargement of the surface, I-type radiant 
tubes can be extended with bends and additional arms 
in order to build U-type and W-type radiant tubes. With 
these extensions, the radiation surface of the tubes can 
be enlarged. For I-type, U-type, and W-type radiant 
tubes the burners are placed at one end and the flue gas 
outlet is at the other end. At a one-sided, sealed radiant 
tube without recirculation, an inner tube will be imple-
mented into an I-type tube and the opposite end will 
be blocked. The burner will be implemented into the 
inner tube and the flue gas goes first through the inner 
tube and flows back in the annulus between the inner 
tube and radiant tube. Nonrecirculating radiant tubes 
like the U-type and W-type tubes are mostly used in the 
American market.

In the European market single ended radiant tubes 
(SER) in combination with auto recuperative burners 
are the most used types. Single-ended radiant tubes are 
recirculating types of radiant tubes because there is an 
annular gap between the burner and the inner tube for 
flue gas recirculation. Single-ended radiant tubes offer 
excellent temperature uniformity and they are easy to 
install into a furnace because they have just one flange 
and one sealing with the furnace wall at the cold end 
of the radiant tube. The other end can expand within 
the furnace due to thermal distension. Horizontally 
installed steel radiant tubes need an end support at the 
opposite side of the burner within the furnace. Single-
ended radiant tubes have, with their inner tubes, one 
additional part compared to other types of radiant tubes. 
Other radiant tubes with internal flue gas recirculation 
are the P-type, double P-type, and A-type radiant tubes. 
For these tubes the possibility for internal flue gas recir-
culation is based on the design of the tubes.

A uniform temperature distribution is important in 
order to achieve a uniform heating up of the product 
within the heat treatment furnace, a maximum heat flux 
from the tube to the process, and a long life span of the 
radiant tubes. For nonrecirculating radiant tubes, slowly 
mixing burners with long flames will be used so that the 
flame covers the first part of the radiant tube. Overheat-
ing of the part of the radiant tube close to the burner could 
be the result of too short flames. Too long flames lead 
to overheating problems due to turbulences that occur 
in the first bend of the radiant tube and the completing 
of the combustion within this part. In conjunction with 
modulating temperature control, it is difficult to achieve 
these targets at different loads of the burners. With recir-
culating radiant tubes, high velocity burners in on/off 
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operation will be used. The  temperature uniformity will 
be achieved through the intensive flue gas recirculation 
within the inner part of the radiant tubes. Temperature 
differences at the surface of the radiant tubes are lower 
at recirculating tubes compared to nonrecirculating 
tubes. Figure 24.2 shows the maximum temperature 
distribution at the surface of different radiant tube tech-
nologies [2]. The temperature difference is in the range 
of 130–150 K for U- and W-shaped radiant tubes and 
drops down to the range of 20–50 K for single-ended and 
P-shaped radiant tubes. Single-ended radiant tubes are 
the ideal geometry in order to achieve a uniform tem-
perature distribution. If the temperature distribution is 
not uniform, the part of the radiant tube that has a lower 
temperature has a reduced contribution to the total heat 
transfer compared to the part that has the maximum 
surface temperature. This results in a reduction of the 
total heat, which can be transferred by the radiant tubes. 
The penalty for this effect leads to an assumed reduction 
in heat transfer surface of the radiant tube compared to 
the heat transfer surface at maximum temperature. As a 
result the investment costs in the heat transfer surface of 
radiant tubes and in the furnace length could be reduced 
with radiant tubes designs, which lead to an excellent 
temperature uniformity.

Most of the radiant tubes are made of heat resistant 
cast alloy or fabricated alloy. The maximum furnace 
temperature for heat treatment processes is in the 
range of 900–1100°C depending on the type of mate-
rial the radiant tubes are made of. Higher temperatures 

can be achieved with special alloy or ceramic tubes in 
conjunction with ceramic auto recuperative burners. 
Ceramic radiant tubes and parts of ceramic auto recu-
perative burners are made of reaction bound silicon 
 carbide (SiSiC).

Ceramic radiant tubes have been on the market since 
the mid-1990s. The heat transferred from the radiant 
tubes to the furnace is a limitation in production capac-
ity of a furnace. With ceramic radiant tubes, the produc-
tion rate of a furnace can be largely increased due to 
the higher surface temperature and the higher heat flux 
of the radiant tubes. The resistance of the silicon car-
bide material is so high that ceramic radiant tubes can 
be implemented into a furnace without end support at 
furnace temperatures of up to 1250°C [3]. The SiSiC is 
resistant against most of the components of the furnace 
atmosphere without the alkaline metals potassium and 
sodium, which can cause corrosion even at low tempera-
tures like 1000°C. Potassium and sodium are often com-
ponents of washing agents and can be transported into 
the furnace together with materials that are brought into 
the furnace for heat treatment if they are not cleaned 
carefully after washing. Additionally silicon carbide 
tubes can be affected in dry hydrogen atmospheres [1].

The efficiency of a fuel-fired system is basically the 
thermal efficiency or also called available heat. The 
thermal efficiency of a combustion system is depend-
ing on the energy that is transported into the system 
by fuel input minus the thermal energy that is leaving 
the system at the flue gas outlet. In order to increase 
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Figure 24.1
Different types of radiant tubes with non flue gas recirculation (left) and flue gas recirculation (right).
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Figure 24.2
Effect of inner recirculation on temperature distribution at the surface of the radiant tubes.
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the efficiency, the flue gas outlet temperature must be 
as low as possible. One effective way is preheating the 
combustion air by heat recovery from flue gas. In order 
to increase the efficiency from radiant tubes, plug in 
recuperators, recuperative, or regenerative burners will 
be used at radiant tubes to use the energy from flue 
gas for preheating the combustion air. For U-type and 
W-type radiant tubes, plug-in recuperators can be used 
to improve the thermal efficiency. Figure 24.3 shows the 
application of plug-in recuperators at a U-shaped radi-
ant tube. Another possibility for air preheating at A-, 
U-, or W-type radiant tubes is the implementation of a 
regenerative burner pair at such tubes. For this type of 
radiant tubes one regenerative burner will be installed 
at each end of the tube. Figure 24.4 shows an installation 
of regenerative burners at a W-type radiant tube.

In Japan, regenerative burners are applied in U-, W-, 
and I-type radiant tubes with different kinds of fuels 
like natural gas, propane, butane, coke oven gas, and 
process gas [10,11]. In the state of the art regenerative 
combustion system, the major advantages are ultimate 
heat recovery rate due to the regenerator, uniformity of 
temperature profile in the furnaces or inside the radi-
ant tubes, and low NOx capabilities on the basis of High 
Temperature Air Combustion or HiTAC technology. In 
U-, W-, and I-type regenerative radiant tube burner sys-
tems two identical regenerative burners are installed in 
each end of the radiant tube. 

For single-ended, P-shaped, and double P-shaped 
 radiant tubes recuperative burners can be used. Fig-
ure 24.5 shows the application of a recuperative burner 
in a SER tube. There are also regenerative burners on 
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Figure 24.5
Application of a recuperative burner in a single-ended radiant tube.
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the market that integrate a regenerative burner pair in 
one unit, for example, the Regemat® burner from the WS 
Thermal Process Technology, Inc. This burner has been 
applied at double P-type radiant tubes [5]. Figure 24.6 
shows a double P-shaped radiant tube with regenerative 
burner.

24.3  Important Quality Characteristics 
of Radiant Tubes

One of the most important quality characteristics of 
radiant tubes is the maximum heat flux from the tubes 
to the process/product, the temperature uniformity at 
the surface of the radiant tubes, and the heat flux uni-
formity versus the length of the radiant tubes. As dis-
cussed previously, the temperature uniformity has 
a strong influence on the maximum heat that can be 
transferred from the surface of the tube to the product. 
Additionally the temperature uniformity also has an 
influence on the life span of the radiant tube. If there are 
hot spots at the surface of the tube, thermal corrosion 
and thermal tension of the material will increase at the 
hot spots and lead to a reduced life span of the system. 
Additionally the maximum temperature within the hot 
spot is limited by the material characteristics of the radi-
ant tube and therefore regions with lower temperatures 
reduce the total heat, which can be transferred from the 
radiant tubes.

Another very important quality characteristic is the 
combustion efficiency (fuel efficiency) of radiant tubes. 
The efficiency strongly depends on the flue gas outlet 
temperature of radiant tube systems. In order to achieve 
maximum efficiency, air preheating systems use the 
enthalpy of the flue gas for preheating the combustion 
air simultaneously reducing the flue gas outlet tempera-
ture of such systems. High efficiencies with less flue gas 
losses result in lower fuel consumptions and lead to a 
reduction of the CO2 emission per ton of product.

Hazardous emissions like NOx, and unburned or 
partially burned gases like CO should also be as low as 
possible. In order to achieve the target and to keep the 
emission limits of the legislations of the local authority, 
modern combustion technologies like flameless com-
bustion or HiTAC technologies have to be implemented 
into the radiant tube system. With standard combustion 
technologies in combinations with high air preheating, 
the NOx emissions would increase exponentially. So it 
is important to use internal flue gas recirculation tech-
nologies in order to dilute the combustion zone with 
flue gas. This is even more important for radiant tubes 
because the gas temperature inside the radiant tube is 
higher than the equivalent temperature in free flame 
(direct heating) conditions. This is inevitable because of 
the screening effect of the tube wall that hinders direct 
heat transfer from the flame to the stock.

The pressure drop over radiant tube systems includ-
ing burner and air preheating technology is also an 
important factor because higher pressure drop costs 
more electrical power for the air van and has to be taken 
into account for total efficiency calculations.

Other important quality characteristics are required 
in maintenance and the life span of radiant tube sys-
tems. Therefore in experimental investigations, long 
time experiments will also be necessary in order to get 
information about these characteristics.

24.4 Testing of Radiant Tubes

In order to get information about the quality character-
istics of radiant tubes experimental investigations are 
necessary. With computational fluid dynamic (CFD) 
simulations, an optimization of combustion systems 
is possible but finally the combustion systems have to 
be tested experimentally. With experimental work it is 
possible to get results from existing radiant tubes or to 
develop new technologies. The tests can be carried out 
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Exhaust
Switching valves

Gas
Air

Figure 24.6
Application of a regenerative burner in a double P-shaped radiant tube.

© 2011 by Taylor and Francis Group, LLC



Radiant Tube Burners 493

in lab-scale furnaces with high temperature conditions 
and also in industrial  applications under practical con-
ditions. But in industrial applications it is not easy to 
carry out experiments  without any disturbance of the 
production. Therefore most of the tests will be carried 
out at lab-scale  furnaces. In lab-scale furnaces, experi-
ments can be carried out with industrial scale radiant 
tubes because the thermal load of the radiant tubes is 
not too high for lab-scale conditions. The thermal load 
of radiant tubes for industrial applications is in general 
less than 300 kW per tube. In order to get information 
about the temperature uniformity at the surface of the 
radiant tube, the maximum heat flux measurements 
of the temperature distribution along the radiant tube 
surfaces have to be carried out. Additionally results 
of the efficiency, the NOx and CO emissions and the 
maintenance and lifetime of the radiant tubes can be 
achieved at lab-scale furnaces. It is also possible to test 
the influence of  different burner technologies on the 
performance characteristics of radiant tubes at lab-scale 
furnaces. For these tests radiant tubes can be equipped 
with different burner technologies in order to estimate 
the influence of the performance of the radiant tubes. 
Under practical conditions in industrial applications, it 
is possible to carry out measurements of the emissions 
and the  efficiency (flue gas outlet temperature and 
excess air ratio) and to get information about the effort 
for maintenance and the lifetime of radiant tube sys-
tems. In special cases it could be possible to change just 
one radiant tube of an industrial furnace in order to test 
it under production conditions.

24.4.1 Testing Facilities

In order to test radiant tubes the systems have to be 
tested in lab-scale furnaces in which one can achieve 
similar conditions like in industrial applications con-
cerning process temperature, surface temperature of 
the radiant tubes, and heat flux. Therefore a lab-scale 
furnace should be equipped with a heat sink in order 
to control the furnace temperature. For measurements 
of the efficiency and the emissions like NOx, it is also 
important to test the radiant tubes at the same condi-
tions like in the industrial applications because the 
temperature of the radiant tube has an influence on the 
results. Also tests to get information about the effort for 
maintenance and life span of the radiant tubes during 
a longer testing period can be carried out in the same 
conditions as the industrial application. In the following 
some lab-scale furnaces for testing radiant tube systems 
are shown.

Figure 24.7 shows the semi-industrial HiTAC test 
furnace of the Royal Institute of Technology (KTH), 
Stockholm, Sweden. The outer dimensions of the fur-
nace body is 3.500 × 2.200 × 2.200 m. The furnace body 

is insulated with a 0.3 m thick layer of ceramic fiber 
material. The inner volume of the combustion chamber 
is 7.4 m3 [7].

Figure 24.8 shows the layout for testing radiant tube 
performance in a pilot-scale industrial furnace (PSIF) 
of the Canmet Energy Technology Centre, Ottawa, 
Ontario, Canada [9]. The furnace is 4.5 m × 3.0 m × 1.0 
m (inside dimensions) and it can be modified to simu-
late any industrial furnace geometry. With a firing rate 
of 1.2 MW, the temperature, heat transfer, and chemical 
environment found in most industrial processes can be 
emulated as well. The furnace is equipped with a calo-
rimeter for total heat flux (34 cooled plates on the floor 
of furnace).

23/1/03

Figure 24.7
Front side of the furnace equipped with high-cycle regenerative 
system.

Figure 24.8
(See color insert following page 424.) Furnace layout for testing of 
radiant tube performance in pilot-scale industrial furnace.
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24.4.2 Measuring instruments

For testing the temperature uniformity, thermocouples 
have to be positioned at the surface of the radiant tubes 
in order to get information about the surface tempera-
ture distribution along the axis of the tubes. For test-
ing the heat flux, total heat flux probes or narrow angle 
radiation heat flux probes could be used. Modern lab-
scale furnaces are equipped with heat sinks at the bot-
tom of the furnace. These heat sinks are divided into 
several elements and the heat flux distribution can be 
measure simultaneously. For the control of the efficiency 
of radiant tubes, the flue gas outlet temperature has 
to be measured with a suction pyrometer or a simple 
thermocouple. For the measurement of the flue gas tem-
perature, the measured temperatures have to be com-
pensated for radiation loses of the thermocouples with 
the surrounding. Additionally the excess air ratio has to 
be controlled by O2 measurements within the flue gas of 
the radiant tube. The emissions of the radiant tubes can 
be measured with standard flue gas analyzing technolo-
gies for NOx and CO.

In the case of radiant tube burners without air prehea-
ting and with recuperative air preheating technology 
the measurements should be carried out at steady-state 
conditions. In the case of the application of regenerative 
burners for radiant tubes no steady-state conditions will 
be achieved because of the switching between the rege-
nerators. The unsteady-state conditions strongly depend 
on the switching time of the regenerators. For measu-
rements in unsteady-state conditions, the time con-
stant of the measuring instruments have to taken into 
account [12,13]. For more details about measurements at 
unsteady-state conditions, see Chapter 21 of this book.

24.5  Comparative Performance Data 
Between Regenerative and 
Recuperative Radiant Tube Burners

Within this chapter, measurements at a radiant tube 
with recuperative and regenerative burner technolo-
gies will be shown as an example of how measure-
ments should be carried out. The measurements have 
been accomplished at the lab-scale furnace of KTH, 
Stockholm [6–8], which has been shown (Figure 24.7). A 
W-shape radiant tube, shown in Figure 24.9, was used 
in the experiments. The outer diameter of the tube was 
0.195 m and its maximum thermal effect was 200 kW.

The 74 K-type thermocouples, placed in 41 locations, 
were mounted along the length of the tube, as shown in 
Figure 24.10. At least one thermocouple was mounted in 
each location on the right side of the tube. Points marked 

with 2s mean that there are two thermocouples, one is on 
the right side and the other is on the left side. Moreover, 
those locations that are close to burners are marked as 4s, 
meaning that there are four thermocouples on the left, 
right, top, and bottom. At elbows, there are three ther-
mocouples, 3s, at the right, left, and at the surface that has 
the smaller radius. It was not possible to put the fourth 
thermocouple at elbows because the tube supports are 
located at that place. Tube temperature reference point 
(TRP), is located at a distance of 0.995 m from the begin-
ning of the working part of the tube, Figure 24.10.

As a conventional system, the recuperative radi-
ant type burning system, manufactured by Chugai Ro 
Kogyo Co. Ltd., with nominal firing capacity 175 kW, 
was used in order to compare with the (HRS) high-cycle 
regenerative system. The Figure 24.11 shows the mea-
surement points in this system.

A HiTAC system, manufactured by Nippon Furnace 
Co., Ltd., (NFK) with nominal firing capacity 158 kW, 
was used. This system is composed of a pair of burners, 
where one is working in firing mode and the other is 
working in regenerative mode at the same time. Modes 
were changed by a switching valve every 30 seconds. As 
a regenerator, a ceramic honeycomb was used. Figure 
24.12 shows the measurement points in the system.

The fuel used for experiments was a typical LPG used 
by industry, composed of more than 98% propane, 0.9% 
ethane, and 0.8% butane with lower heating value equal 
to 93.2 MJ/Nm3.

The investigations using both burning systems were 
made at different operating conditions, such as refer-
ence point temperature, firing capacity, and air/fuel 
ratio. Table 24.1 shows the operating conditions of 
eight tests set together in order to compare the results 

Figure 24.9
W-shape radiant tube used for the experiments.
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afterward. Tests numbered from CRS-1 to CRS-4 refer 
to Conventional Recuperative System, while the oth-
ers refer to High-cycle Regenerative System (HRS-1 to 
HRS-4). Comparisons were performed at four sets of 
reference point temperature (i.e., 840°C, 880°C, 950°C, 
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and 1000°C) and at three levels of firing capacity while 
the level of oxygen content was kept the same.

24.5.1 Temperature Profiles

The longitudinal temperature profiles were obtained 
using 41 thermocouples located on the right side of 
the radiant tube. Figure 24.13 shows these profiles for 
both, recuperative and regenerative, systems at different 
operating conditions. In the case of a recuperative sys-
tem, the highest temperature occurred at a location very 
close to the TRP. At further distances, the temperature 
decreases along the tube length. The shape of profile 
is similar to typical shapes obtained when the conven-
tional recuperative system is used. In the case of HRS 
there is at least one local peak at each end of the tube 
because of two burners. However, the rest of the tem-
perature profile is almost steady and the temperature 
is level in about three meters length of the tube. Only at 
first comparison, the maximum temperature of the wall 
during tests is lower for HRS compared with CRS due 
to the difference of reference temperature point equal-
ing 32°C. When the difference of TRP between com-
pared tests is in the order of a few Celsius degrees, the 
maximum temperature occurred on the profile of HRS. 
Although the maximum temperature is higher in the 
HRS case, the temperature difference, between maxi-
mum and minimum temperature of the radiant tube 
wall, is significantly lower, Table 24.2. This is an effect 
of the HiTAC features, where flame volume is large and 
temperature gradient in flames is lower. It is certain that 
uniformity of temperature distribution along the radi-
ant tube is then better, and the longitudinal tempera-
ture profile can be treated as symmetrical.

These graphs show that the temperature level is much 
higher along the radiant tube in the case of HRS. This is 
a preliminary conclusion for a higher level of heat flux. 
Although the temperature difference increases with the 
decreased reference point temperature for both systems, 
this is not significant in the case of HRS.

It has to be noticed that although the profiles have been 
compared for the same maximum reference point tem-
perature, the maximum temperature on the profiles, cre-
ated for the right side of the tube, is not the same. It is due 
to the location of the TRP on the top of the tube. The real 
obtained maximum temperatures of the reference point 
are shown on graphs in Figure 24.13 and in Table 24.2. 
For all tests, the TRP point is situated on or very close to 
profile in the case of the HRS, while for the recuperative 
system this point usually is about 20°C higher than the 
maximum temperature of the right side profile. This is 
a result of nonuniform temperature distribution on the 
circumference, which will be explained further.

In the case of the HRS, both peak temperatures are 
placed closer to the ends of the radiant tube, than the 
location of TRP (which was equal to 0.995 m). As a result 
the reference point temperature, which determines the 
life span of the tube, has to be moved to another place in 
the case of HRS. This temperature will be a few degrees 
higher on the top than on the right side, as will be 
described next. Temperatures around a cross section of 
the radiant tube at point 17, located in the middle of the 
tube (Figure 24.10), are shown in Figure 24.14.

The graphs also show that for a cross-sectional pro-
file, the temperature differences around the cross sec-
tion of the tube are lower in the case of the HRS. In the 
case of the recuperative system, there is a noticeable 
(around 25°C) temperature difference between the top 
and bottom sides of the tube. This difference is due to 
heating by the upper, hotter part and cooling by the 
lower, colder part of the tube. In the case of HRS, the 
temperature difference between both ends of the tube 
is negligible, because of cyclic work of the system and 
uniform, symmetrical, and longitudinal temperature 
profile. However, higher temperature at the bottom side, 
than that on the top, can be observed in contrast with 
the recuperative system. In this case it is because the 
considered measurement point is located closer to the 
lower part of the tube. This difference is negligible and 
in the result, the cross-sectional temperature profile is 
also more uniform.

Table 24.1

Operating Conditions for the W-Type Radiant Tube

No. Test No.
Burner 

System Type TTRP V(QF) O2

− − − °C Nm3/h (kW) %

I CRS-1 recuperative 840 3(78) 3
HRS-1 regenerative

II CRS-2 recuperative 880 5(129) 3
HRS-2 regenerative

III CRS-3 recuperative 950 5(129) 3
HRS-3 regenerative

IV CRS-4 recuperative 1000 6(155) 3
HRS-4 regenerative

Table 24.2

Characteristic Temperatures on Longitudinal Profiles

No. Test No. TTRP TMAX TMIN ΔT

− − °C °C °C °C

I CRS-1 847 842 633 209
HRS-1 815 824 750 74

II CRS-2 882 864 699 165
HRS-2 876 878 799 79

III CRS-3 949 931 805 126
HRS-3 949 960 895 65

IV CRS-4 1004 987 881 106
HRS-4 1007 1021 955 66

© 2011 by Taylor and Francis Group, LLC



Radiant Tube Burners 497

24.5.2 effective energy from the radiant Tube

In order to compare both systems, the effective energy 
from the radiant tube resulting from radiative heat flux, 
some assumptions were done due to different maximum 
temperatures on the right side longitudinal temperature 
profiles. Temperature profiles were displaced to have 
the same maximum temperature. This temperature was 
chosen as the average temperature, TAV,MAX, from maxi-
mum values, TMAX, in each test. All temperature points 
were multiplied by factor f, Equation 24.1.

 f
T

T
= AV,MAX

MAX

.  (24.1)

As a result, the profile in the case of HRS was moved 
down a few degrees to lower the temperature region 
and the profile in the case of recuperative system was 

moved up a few degrees to the higher temperature 
region. In the first case it was opposite (Figure 24.15), 
because of a higher maximum right side temperature 
for CRS.

After these corrections, the radiative heat flux, q, was 
calculated, Equation 24.2.

 q
A

A T Ti i= −( )∑σ ε× × AV, AV,FR
44 .  (24.2)

As 41 temperature measurement points were located 
with a different length between them, the temperature 
in every place after displacement TAV,i was assumed to be 
the same in each surface area Ai. The difference between 
temperatures on the circumference was neglected, 
because of low value and because in practice the radi-
ant tube emitted energy mainly from the right and 
left sides. Calculations were done assuming different 
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average temperature inside the furnace (e.g., 250°C, 
500°C, 750°C, and minimum temperature, TAV,MIN, of the 
profiles, which always occurred in the case of a recuper-
ative system). Finally, the heat flux ratio was calculated, 
Equation 24.3

 R
q
q

= HRS

CRS

.  (24.3)

The results of calculations (Table 24.3 and Figure 24.16) 
reveal that the radiative heat flux from the tube is 

always higher, when the HRS is used. This difference 
depends on operating conditions. Obviously it is depen-
dent also on the average temperature in the furnace, 
TAV,F, Figure 24.17. Graphs in this figure show the area of 
radiative heat flux at two average furnace temperatures. 
At lower temperatures, the area is mainly common for 
two systems and as a result, the heat flux ratio is not 
significantly high. However it can be clearly seen that 
at high temperatures of heat-treated material, the area 
in the case of HRS is about two times bigger than in 
the case of CRS, resulting in two times higher radiative 
heat flux.

When the temperature inside the furnace is low, the 
increase of the heat flux is about 6 and 38% for high 
and low reference point temperatures, respectively. 
On the other hand, when the temperature inside the 
furnace is much higher, the increase of the heat flux 
goes over 100%. In practice, it can be concluded that 
one of the advantages from the appliance of the HRS 
is that this technology has particularly huge benefits 
in the regions of furnace, where the temperature of 
heating treated material is high. The empty spaces in 
Table 24.3, first and second comparison, are because 
the minimum temperatures of the right side longitu-
dinal temperature profile after correction were lower 
than 750°C and the heat flux calculation would not 
make sense.

From these results, one can conclude that for the 
same level of heat flux for both systems, the maxi-
mum temperature in the case of the HRS will be 
much lower than for a recuperative system, thereby 
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influencing the life span of the radiant tube in a posi-
tive way.

24.5.3 energy balance

In order to do the energy balance for the whole system, 
the temperature of flue gas was measured as well as the 
temperature of the surface of burner units and pipes. 
Compensation of temperature measurement due to 
radiation to the pipe walls was made in order to find 
the real exhaust gas temperature. Calculating energy 
loss with flue gas, QFG; estimating surface losses, QS; 
and having chemical energy of the fuel, QF; and thermal 
energy of the air, QA; the efficiency of the system, η, was 
calculated, Equation 24.4

 η = − +
+







1 100%.FG S

F A

Q Q
Q Q

×  (24.4)

The measurement and calculation results (Table 24.4) 
clearly reveal that efficiency of the whole system is 
higher in the case of a HRS. The difference is signifi-
cantly big, up to 25%. It becomes bigger in higher tem-
peratures of the reference point. Higher efficiency for 
HRS is mainly due to a lower temperature of flue gases. 
The surface losses are also lower, because of a smaller 
surface area of burner units and pipes in comparison 
with a recuperative system.
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Table 24.3

Radiative Heat Flux and Radiative Heat Flux Ratio

TAV,FR (250°C) TAV,FR (500°C) TAV,FR (750°C) TAV,FR (TAV,MIN)*

No. Test No. q R q R q R q R

− − kW/m2 − kW/m2 − kW/m2 − kW/m2 −

I CRS-1 31.8 1.36 21.6 1.54 − − 10.8 2.07
HRS-1 43.4 33.2 − 22.4

II CRS-2 42.8 1.16 32.6 1.21 − − 12.4 1.56
HRS-2 49.7 39.5 − 19.3

III CRS-3 60.1 1.12 49.8 1.15 23.0 1.32 11.4 1.64
HRS-3 67.3 57.1 30.3 18.7

IV CRS-4 77.6 1.06 67.4 1.07 40.6 1.11 12.4 1.37
HRS-4 82.3 72.0 45.2 17.0

*Values of TAV,MIN are shown in Figure 24.16.
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24.5.4 emissions and Pressure Drop

The pollutant emission measurements show that a HRS 
works with higher efficiency without the cost of higher 
NO emission. For example NO emission from the con-
ventional recuperative system, calculated for λ = 1, was 
equal to 179 ppm and 284 ppm in test CRS-1 and CRS-2, 
respectively, while it was more or less the same using 
HRS, 167 ppm and 316 ppm for HRS-1 and HRS-2 tests, 
respectively. No emission of CO was observed during 
normal operation for both systems.

The measurement of pressure difference across the 
systems revealed that the pressure drop due to HRS is 
more than 10 times higher than that when the conven-
tional recuperative system is in operation. The pressure 
drop was 1.7 mbar and 2.8 mbar in cases CRS-3 and 
CRS-4, respectively, while it was 36 mbar and 30 mbar 
for HRS-3 and HRS-4, respectively.

24.5.5  Conclusions from the Measurements 
with Different burners

Temperature profile of the wall of the radiant tube with 
the use of HRS is much more uniform in comparison 
with conventional recuperative system. This is appli-
cable to both, the longitudinal and the cross-sectional, 
temperature profiles. As a result of the uniformity of 
temperature profile, the heat flux (energy released from 
the tube) is higher in the case of HRS for the same refer-
ence point temperature of the tube. The effective energy 
from the tube can be doubled in some cases, especially 
when the temperature of heat-treated material is high. It 
is much easier to control the temperature of the radiant 
tube equipped with HRS due to temperature distribu-
tion uniformity. The lifetime of the tube will be longer 
because the required level of heat flux can be achieved 
for a lower firing rate and with lower maximum tem-
perature. System efficiency in the case of HRS is higher, 
up to 25% at the same reference point temperature. The 
above improvement of efficiency and effective energy 

emitted from the tube can be achieved using HRS with-
out the expense of more NOx and CO emission.

24.6 Thermal Performance of the Regenerator

An example of heat balance calculation for a ceramic 
honeycomb regenerator [10,11] is shown in Figure 24.18. 
Combustion flue gas enters into the regenerator with 
1120°C and leaves it with 280°C, where air is preheated 
from 50°C to 1027°C. In regenerative radiant tube burn-
ers the heat exchange rate of the regenerator is 23.3 kW 
and the flue gas heat recovery rate is 75%. In regenerative 
radiant tubes, the capability of heat exchange rate per 
volume of the regenerator is very important in the com-
pactness of the system as well as the low pressure loss 
nature of the regenerator as 100% of the flue gas leaves 
the radiant tube through the regenerator and bypassing 
a part of the flue gas is impossible. This is different from 
direct fired applications of regenerative burner systems 
where a part of the flue gas leaves the furnace via the 
stack without passing through the regenerator.

24.7  Estimation of Mechanical 
Strength of the Radiant Tube

In order to secure the mechanical strength of radiant 
tubes at a high temperature operation condition, a series 

Table 24.4

Flue Gas Temperatures, Surface and Flue Gas 
Losses, and Efficiency of the System

No. Test No. TFG QFG QS η Δη

− − °C kW kW % %

I CRS-1 548 19.6 3.3 71.6 13.4
HRS-1 261 8.8 2.5 85.1

II CRS-2 678 40.4 4.5 65.8 17.5
HRS-2 309 16.6 2.9 83.3

III CRS-3 730 44.0 5.3 62.9 21.1
HRS-3 298 16.4 3.6 84.0

IV CRS-4 815 58.9 6.1 58.6 24.2
HRS-4 325 21.4 4.1 82.8

Flue gas Combustion air

Flue gas Combustion air

1027°C
59.1 Nm3/hr

1120°C
64.2 Nm3/hr

Heat exchange rate
167 kcal/30 sec
= 20,000 kcal/hr

280°C 50°C

φ 100 × 400L (mm)

Flue gas heat recovery rate = 75%

Figure 24.18
Example of heat balance calculation for a ceramic honeycomb 
regenerator.
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of tests were executed by Japan Industrial Furnace 
Manufacturing Association (JIFMA) in a project orga-
nized by The Mechanical Social Systems Foundation 
(MSSF) under the financial support of Aggregate 
Corporation JKA in a test furnace measuring the tem-
perature profile of the radiant tube with a regenerative 
and a conventional recuperative radiant tube burner 
[10,11]. By using these temperature data, numerical anal-
ysis for the thermal stress of the radiant tube for both 
burner systems were conducted.

24.7.1 Conditions in Testing

The inner dimensions of the test furnace are 1.0 m 
(W) × 2.7 m (L) × 2.3(H) and the radiant tube is equipped 
horizontally. The W-type radiant tube has a total length 
of 8055 mm and a diameter of 7 inches (outer diameter is 
194 mm and inner diameter is 177 mm). The material of 
the radiant tube is heat resistant cast steel (SCH24). The 
thermocouple positions is welded on the outside sur-
face of the tube along the length and the tube circum-
ference. The operation parameters in the tests are each 
500– 900°C for furnace temperature, 20–100% firing rate 
and 1.15 to 1.50 for excess air ratio.

24.7.2  Temperature Profile along the Tube 
length and the Tube Circumference

Measured tube skin temperature profile along the tube 
length at furnace temperature of near 900°C with 100% 
load in a regenerative case is shown in Figure 24.19 and 
in a recuperative case is shown in Figure 24.20. These 
data show the regenerative case has a more uniform 
temperature profile along the tube length compared to 
the recuperative case.

These data show that the temperature difference is 
larger if the furnace temperature decreases. In the recu-
perative case the average temperature difference in all 
measured data is 112°C (standard deviation 24.5°C). In 
the regenerative case it is 71°C (standard deviation 31.7), 
so that the value is lower by 41°C but the standard devi-
ation is better by 7°C than the recuperative case.

The temperature profile along the tube circumference 
was measured in both regenerative and recuperative 
cases. The measured points are two positions along the 
tube length, one is 1213.5 mm and the other is 2013.5 mm 
from one end of the tube. In each position, four equal 
distance points along the tube circumference were mea-
sured. The average temperature differences and the 
standard deviation along the tube circumference for 
both regenerative and recuperative case are shown in 
Table 24.5. The results show that there are no significant 
average temperature differences along the tube circum-
ference between a regenerative and recuperative burner 
system.

24.7.3  Numerical analysis of the Thermal 
Stress of the radiant Tube

With respect to the W-type radiant tube used in the 
above noted comparative test, stress analysis was car-
ried out in order to investigate the mechanical strength 
of the radiant tube. The method adopted is a Three 
Dimensional Elastic Stress Analysis using FEM ANSYS 
version 9, where the self-weight, measured temperature 
profile and assumed tube inside pressure at extraordi-
nary combustion are considered. In the thermal stress 
analysis the measured tube surface temperature at 
20 points, which seems to be timely, steady state was 
used as a smooth temperature curve over the measuring 
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points. The combustion conditions in the analysis are 
at 100% load firing and at target furnace temperature 
of 900°C. This numerical analysis was done for both a 
regenerative and a recuperative burner.

The results are shown in Table 24.6 where the maxi-
mum stress on the tube between the regenerative and 
the  recuperative burner is almost the same for both 
tube inside pressures of 0–0.6 MPa. These values are 
thought to be low enough than the creep rupture 
strength at 900°C with a long working time—about 
10,000 hours—whereas average value of the creep rup-
ture strength of the radiant tube material (KHR35H 
equivalent to SCH24) used in the test is 31.0 MPa 
(Min.26.9 MPa) at 900°C and 10,000 working hours. As 
a conclusion the possibility of a rising risk in terms of 
strength of the radiant tube is considered to be very low.

24.8  Performance of Radiant Tubes 
at Industrial Applications

The performance of radiant tube systems under produc-
tion conditions in industrial applications can be esti-
mated by measuring the flue gas outlet conditions like 
temperature, oxygen content, and emissions like NOx. 
Together with measurements of total fuel consumption, 
conclusions concerning performance of heating systems 

can be drawn. In the case of retrofitting an existing fur-
nace with more advanced technology measurements 
before and after retrofitting gives information about the 
differences related to efficiency and emissions. As dis-
cussed previously the efficiency of radiant tubes depend 
on the flue gas losses. In order to reduce the losses, sys-
tems with high heat recovery from flue gas should be 
implemented. The following two examples for retrofit-
ting existing furnaces with regenerative radiant tubes 
will be discussed [10,11].

At a continuous galvanizing and annealing line 
furnace, 52 pairs of regenerative radiant tube burners 
were installed in a horizontal second heating zone of 
140 tons/hr as shown in Figure 24.21. The 26 U-type 
radiant tubes, 7 inches in diameter are laid out over 
and under the strip line. The firing fuel is propane and 
the burner capacity is 140 kW. The design furnace tem-
perature is 950°C and the outlet material temperature is 
750°C. A major results waste heat recovery rate is 80.3% 
compared to 45.4% for the conventional burner before 
revamping. This leads to a fuel saving rate of 25.5%. 
The NOx emission recorded was 118 pm  corrected to 
11% O2 at dry flue gas with external flue gas recircula-
tion of 20%. Some improvement of the outlet strip tem-
perature uniformity is reported to have been achieved.

At a continuous roller hearth type annealing fur-
nace 24 pairs of regenerative radiant tube burners 
were applied to the heating and soaking zone shown 
in Figure 24.22. The material to be heat treated is cast 
iron joints and design net capacity of the furnace is 
1.67 ton/hr. The total length of the furnace is 39 m and 
the maximum furnace temperature is 940°C. The total 
length of the U-type radiant tube with 6 inches diam-
eter is 4.3 m. The radiant tubes are equipped horizon-
tally in each upper and down side of the roller hearth. 
The fuel used is natural gas and the design burner  firing 
rate is 81 kW. As a result, the fuel consumption rate was 
2,070 MJ/ton, which is equivalent to about 52%  reduction 
against a conventional burner type of the  furnace. The 
NOx recorded was 120 ppm corrected to 11% O2 and dry 
flue gas.

24.9 Summary and Conclusions

Radiant tubes are used in industry for heat treatment 
application in which products are treated under a protec-
tive gas atmosphere within the heat treatment furnaces. 
There are different radiant tubes with different geom-
etries, burners, air preheating technologies, and mate-
rials on the market. In order to increase the efficiency 
of radiant tubes, plug in recuperators, and recuperative 
or regenerative burners will be used at radiant tubes to 

Table 24.5

Average Temperature Differences and the Standard 
Deviation along the Tube Circumference

Burner

Temp.
Difference 

at RT2 
Point °C

Standard 
Deviation 

°C

Temp. 
Difference 

at RTA4 
Point °C

Standard 
Deviation 

°C

Regenerative 32.38 7.59 22.09 7.33
Recuperative 34.0 15.5 19.75 9.6

Source: Sudo, J., and Mochida, S., Internal paper on Radiant Tube 
Burner Testing, Yokohama, Japan: Nippon Furnace Co., Ltd., 
2009. With permission.

Table 24.6

Calculation Results of the Thermal Stress on the 
Radiant Tube

Burner

Maximum Stress on the Tube (MPa)

Tube Inside 
Pressure 0 MPa

Tube Inside 
Pressure 0.6 MPa

Regenerative 14.6 16.4
Recuperative 14.5 16.0

Source: Sudo, J., and Mochida, S., Internal paper on 
Radiant Tube Burner Testing, Yokohama, 
Japan: Nippon Furnace Co., Ltd., 2009. With 
permission.
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use the energy from flue gas for preheating the combus-
tion air. The most important quality characteristics of 
radiant tubes are the maximum heat flux from the tubes 
to the process/product, the temperature uniformity at 
the surface of the radiant tubes, and the heat flux uni-
formity versus the length of the radiant tubes. Another 
very important quality characteristic is the combustion 
efficiency (fuel efficiency) of radiant tubes. The efficiency 
strongly depends on the flue gas outlet temperature of 

radiant tube systems. High efficiencies with less flue 
gas losses results in lower fuel consumptions and lead 
to a reduction of the CO2 emission per ton of product. 
Hazardous emissions like NOx, and unburned gases 
like CO should also be as low as possible. In order to 
test radiant tubes the systems have to be implemented 
in lab-scale furnaces in which one can achieve similar 
conditions like in industrial applications concerning 
process temperature, surface temperature of the radiant 

Capacity 140 ton/hr
Furnace temp. 950°C
Material output temp 750°C
Material Normal carbon steel coil
Fuel LPG
Burner HRS-RT (Honeycomb), 140 kW

2nd heating zone specification

2nd heating zone (52 pair of HRS-RT)

1st heating zone

Strip

88 m

Strip

Figure 24.21
Schema of continuous galvanizing and annealing line furnace equipped with 52 pairs of radiant tube burners. (Sudo, J., and Mochida, S., 
Internal paper on Radiant Tube Burner Testing, Yokohama, Japan: Nippon Furnace Co., Ltd., 2009. With permission.)

Capacity :1.67 tons/hr 
Heating material :Joints
Furnace temperature :940°C (Max.)
Fuel :Natural gas 
RT :6 inch, U type 
Draft :Pull
Firing rate per burner :81 kW

Material
out

Material
in

Cooling zone
(Conventional RT burner)

Heating  zone, soaking zone
(Regenerative RT burner 24 pairs)

Width: 2.2 m

39 m

Figure 24.22
Schematic drawing of a continuous roller hearth type annealing furnace equipped with 24 pairs of regenerative radiant tube burner. (Sudo, J., 
and Mochida, S., Internal paper on Radiant Tube Burner Testing, Yokohama, Japan: Nippon Furnace Co., Ltd., 2009. With permission.)
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tubes, and heat flux. The thermal input of industrial 
scale radiant tubes is in general less than 300 kW so that 
it is possible to test industrial scale radiant tubes at lab-
scale furnaces. For the experimental investigations it is 
important to have a defined condition within the lab-
scale furnace in order to allow a transfer of the achieved 
result to the industrial furnace. In the case of a compari-
son of different burners and heat recovery technologies 
it is important to have the same boundary conditions for 
the experiments in order to allow an exact comparison 
of the different tested technologies. With measured tem-
perature profiles a thermal stress analysis of the radiant 
tube is possible on the basis of numerical simulation. 
Tests in industrial applications are also possible but not 
as easy without any disturbances of the production pro-
cess. On an industrial applications general information 
about the performance of the radiant tubes, the whole 
furnace can be collected without disturbance of the pro-
cess by measuring the flue gas outlet  conditions of the 
radiant tubes and the fuel consumption of the furnace.

24.10 Nomenclature

A = surface area, m2

CRS = conventional recuperative system
HRS = high-cycle regenerative system
f = correction factor
Q = energy rate, W
q = heat flux, W/m2

R = ratio
RT = radiant tube
T = temperature, °C
TRP = temperature reference point
V = volumetric flow rate, Nm3/h
Δ = difference
ε = emissivity
η = efficiency
σ = Stefan-Boltzmann constant

Subscripts

MIN = minimum
MAX = maximum
A = air
AV = average
F = fuel
FG = flue gas
FR = furnace
S = surface
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